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For cable connection use 67/ 68 or junction box.you must IP IP connectos
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Attention

Switch off the main power.
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Attention

These luminaires have an IP66 rating. Thus, the installation must not be in places

where there will be constant water flow on the luminaire. Furthermore, it must not be submerged

into water and the installation must have a proper drainage system.

It must be insured that at the installation point there are no stagnant water!
Loosen both Allen screws at the base, to point the luminaire at the desired direction.

Finally, please faster both Allen screws properly

so as water resistance of the luminaire won't be degraded.


